Pipe Bedding & Backfill—
CITY OF LODI Rigid Pipe Bedding

PUBLIC WORKS DEPARTMENT Requirments

( Minimum Trench Class per Std Plan 501B \

Depth of C ft.
Pipe Material Class| Size epth of Cover (ft.)

Asbestos Cement, AWWA C401 150 | 4 thru D

Non—Reinforced Concrete, ASTM C—-14 2 12 D C B

18 ¢S

Reinforced Concrete, ASTM C—-76 1l 12 C B CS

Vitrified Clay Pipe, ASTM C700 Extra Strength 4 D
6

8 C
10

Dr. k1 | Noj Date Revision Appr. | Approved By: STD PLAN
1 9/25 ADDED C900 PIPE A/

Ch. ws \4” Sardélin Guseleli 9/25/02 501 9

Date City Engine Date
12 /00 RC.E. 39895




